
 

 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

APPENDIX 1 
 

TURBINE DESIGN CHARACTERISTICS AND 
SIMULATION RESULTS 

 



 

 
Appendix 1 ‐ 1 

 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Turbine Design Characteristics  
(reference to Appendix 2) 

 
 

Rated Output   Nturb  90         [MW] 
Rated Steam Flow    D0   250       [t/h] 
Main Steam Pressure  p0   120       [bara] 
Main Stem Temperature  t0   510       [0C] 
Exhaust Pressure  p2   0.058    [bara] 
Unit Run‐up Time  tRun‐up   9.22      [s] 
Turbine Chest Volume  V    1           [m3] 
Rated Isentropic Efficiency  Eff_iz  92         [%] 
Rated speed  RPM0   3000     [RPM] 
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OST Cycle Time 1 [ms]  

Combined against five  
MSV Closing Times 

 
RPM   {blue}  

Unit speed 

DGEN   {green} 
Normalized generator load 

DTURB  {red} 
Normalized turbine output 

PLCOUT  {purple} 
Normalized OST demand 

MSV  {black} 
Normalized MSV stroke 

 
MSV Closing Time = 1 [ms] 
RPM MAX = 3559.8 [RPM] 

 

 
MSV Closing Time = 100 [ms] 
RPM MAX = 3577.2 [RPM] 

 
MSV Closing Time = 250 [ms] 
RPM MAX = 3606.6 [RPM] 

 

 
MSV Closing Time = 500 [ms] 
RPM MAX = 3657.8 [RPM] 

 

 
MSV Closing Time = 750 [ms] 
RPM MAX = 3709.3 [RPM] 
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OST Cycle Time 10 [ms]  
Combined against five MSV  

Closing Times 
 
RPM   {blue}  

Unit speed 

DGEN   {green} 
Normalized generator load 

DTURB  {red} 
Normalized turbine output 

PLCOUT  {purple} 
Normalized OST demand 

MSV  {black} 
Normalized MSV stroke 

 
MSV Closing Time = 1 [ms] 
RPM MAX = 3564.2 [RPM] 

 

 
MSV Closing Time = 100 [ms] 
RPM MAX = 3581.7 [RPM] 

 
MSV Closing Time = 250 [ms] 
RPM MAX = 3610.9 [RPM] 

 

 
MSV Closing Time = 500 [ms] 
RPM MAX = 3662.1 [RPM] 

 

 
MSV Closing Time = 750 [ms] 
RPM MAX = 3713.6 [RPM] 
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OST Cycle Time 25 [ms]  

Combined against five  
MSV Closing Times 

 
RPM   {blue}  

Unit speed 

DGEN   {green} 
Normalized generator load 

DTURB  {red} 
Normalized turbine output 

PLCOUT  {purple} 
Normalized OST demand 

MSV  {black} 
Normalized MSV stroke 

 
MSV Closing Time = 1 [ms] 
RPM MAX = 3570.8 [RPM] 

 

 
MSV Closing Time = 100 [ms] 
RPM MAX = 3588.2 [RPM] 

 
MSV Closing Time = 250 [ms] 
RPM MAX = 3617.4 [RPM] 

 

 
MSV Closing Time = 500 [ms] 
RPM MAX = 3668.5 [RPM] 

 

 
MSV Closing Time = 750 [ms] 
RPM MAX = 3719.8 [RPM] 
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OST Cycle Time 50 [ms]  

Combined against five  
MSV Closing Times 

 
RPM   {blue}  

Unit speed 

DGEN   {green} 
Normalized generator load 

DTURB  {red} 
Normalized turbine output 

PLCOUT  {purple} 
Normalized OST demand 

MSV  {black} 
Normalized MSV stroke 

 
MSV Closing Time = 1 [ms] 
RPM MAX = 3577.3 [RPM] 

 

 
MSV Closing Time = 100 [ms] 
RPM MAX = 3594.7 [RPM] 

 
MSV Closing Time = 250 [ms] 
RPM MAX = 3623.9 [RPM] 

 

 
MSV Closing Time = 500 [ms] 
RPM MAX = 3674.8 [RPM] 

 

 
MSV Closing Time = 750 [ms] 
RPM MAX = 3726.1 [RPM] 
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OST Cycle Time 100 [ms]  

Combined against five  
MSV Closing Times 

 
RPM   {blue}  

Unit speed 

DGEN   {green} 
Normalized generator load 

DTURB  {red} 
Normalized turbine output 

PLCOUT  {purple} 
Normalized OST demand 

MSV  {black} 
Normalized MSV stroke 

 
MSV Closing Time = 1 [ms] 
RPM MAX = 3590.4 [RPM] 

 

 
MSV Closing Time = 100 [ms] 
RPM MAX = 3607.7 [RPM] 

MSV Closing Time = 250 [ms] 
RPM MAX = 3636.7 [RPM] 

 

 
MSV Closing Time = 500 [ms] 
RPM MAX = 3687.5 [RPM] 

 

 
MSV Closing Time = 750 [ms] 

RPM MAX = 3738.6 [RPM
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